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NHCTPYKUMKM NO MOHTaXy

Hauswasser-Station
Domestic water supply unit
Station pour eau domestique
Huiswaterleidingcombinatie
Gruppo per acqua servizi
Grupo de alimentacion de agua sanitaria
PuneTp BOAObI




1. MoHTax

B npouecce MOHTaxa [OMKHbI cobnoaaTbCsl MeCTHble
Tpe6OoBaHNSA 1 MHCTPYKLIMK MO MOHTaXy. MecTo MOHTaxa AOIMKHO
ObITb 3aLULLIEHO OT MOPO3a U OOJMKHO ObITb AOCTYMHbLIM AMs
MOHTaXa.

[l B cnyyae Mcnomnb3oBaHns CoeaMHEHNS pasMepom
2” Ha BbIXofe ycTaHaBnmBaeTcs Tpybka BeHTypu.

1.1. C6opka

1. Cnente Bogy n3 Tpyo.

2. YcraHoBuTE OUNLTP:

« YctaHoBuTe TpybKy BeHTypu (Tonbko ans 2”)

« NpoBepbTe, YTO HanNpaBreHne NoToka coBnagaeT ¢
HanpasreHneM CTpernkn Ha kopnyce unstpa

o YcTaHoBUTE OUMLTP HA rOPU3OHTaNbLHY0 TpyBy npu
Kopnyce punsTpa NOBEPHYTOM BEPTMKANbLHO BHU3

o N3berante n3arnboBs 1 N3NULLIHEN NEPETHKKMN
[ns coegnHeHnn 6e3 pe3bbbl He NasTb Npu
YCTaHOBNEHHOM (hUNLTPE, T.K. CUMbHBLIN HarpeBs
MOXET Pa3pyLUMTb BHYTPEHHWE YacTh unbTpa.
CHavana npunasnte coeguHeHus, 3atem
pPeayKUMOHHbIE KnanaHbl AaBneHus, a 3atem
yCTaHaenmBawnTte uneTp.

A Mpu ycTaHOBKe TECTOBOrO KnanaHa cobnogante

HanpasneHune noToka.

3. MNpun ycTaHoBKe MaHOMeTpa obecneysTte

BOOOHENMPOHNLLAEMOCTb COEANHEHNIA.

A

1.2. CTok BOoAbI OT yCTpOMCTBa OO6paTHOW NPOMbIBKU
YCcTpoWcTB a 06paTHON NPOMbIBKM AOMMKHO ObITh
noacoeanHEHO K CTOKY Taknum ob6pa3oM, 4Tobbl
npegoTBpaTUTL BO3HMKHOBEHME 06paTHOro Toka Boabl.
[ns aToro ectb 3 cnocoba:
1. MNpsamoe nogkntoYeHne K cnveHom Tpyoe -
TpebyeTca nepexogHuk DN 50/70, cnueHown Tpan DN 70 n
Tpyb6a (MakcMmarnbHOe KONM4YeCcTBO NOBOPOTOB TPYyObI Ha
90 rpagycos - Tpu).
2. CBo6oaHbIN CnvB B CYLLECTBYOLLMIA CMWB B NOIy.
3. MNpombiBKa co cnNMBOM B 0By EMKOCTb.

Pa3wvep dunbtpa KonuuecTtBo Boapbl,
ncnonb3yemon npm obpaTtHon
npombIBKe *

12" v 34" 12 nuTpoB

17"n1 1" 15 nuTpoB

172"n2” 18 nuTpoB

* npv BxogHom AasneHumn 4,0 6apa n 15 cek. npombIBKe.

2. YcTaHOBKA BbIXOQHOIO AaBrieHUsA

1. 3akpbITh KnanaH.

2. CbpocuTb AasneHune B Tpybonposoae Mexay BEHTUNSMU.

3. 3aKpbITh knanaH| 2 |.

4. OTkpbITh knanaH| 1].

5. OcBoGOANTb BUHT|3 |
» Ho He oTkpy4mBaTb COBCEM.

6. YcTtaHoBUTL Tpebyemoe BbIxOOHOE AaBMeHue:

« [loBopaymBaTb py4Ky perynmpOBKmo Tex nop, noka
ykasaTenb He nokaxeT Ha MaHoMeTpe Tpebyemoe
3HayeHve JaBleHS.

7. 3aKkpyTnTh BVIHT
8. MeaneHHo OTKpbITh KranaH .

3. O6paTHas npomMbIBKa

[nsa obpaTtHOM nNpombIBKM hunbTpa HEobXxoaMMO BbIXOAHOE
AaeneHve He MeHee 1,5 6ap. YacTtoTa npombIBaHNs 3aBUCKT OT
CTeneHu 3arpsisHeHUn B Bofe. PekomeHayeTcs nNpombiBaTh
UNLTP He pexe Yem pas B ABa MecsLa.

[ns obecneyeHns ygobHoM n perynspHOn npoMbIBKA
pekoMeHOyeTCsl yCTaHOBUTb aBTOMaTUYECKUIA NPUBOA

obpaTtHou npombiBkn Z11AS.

[l ounstposanHas Boga 6yneT nocTynaTh Aaxe BO BpeMms
npombIiBaHuns punsrpa

3.1 O6paTHasi NpoMbIBKa BPY4HYHO
Ecnv cnus comnbTpa He NoAKMYEH K KaHanu3auum, ToO eMKOCTb
AN CnyBaloLencsa BoAbl AOMKHA ObiTb NOMeLLeHa Nof cnune
dunsTpa A0 TOro, Kak HAYHETCS NPOMbIBKA.
1. OTkpoWnTe crnmBHOWN @KpaH NOBOPOTOM py4yku obpaTHOW
NPOMBbIBKW A0 yrnopa
NP 3TOM MHAMKATOP AOIMKEH HAXOANTLCH B
BEPTUKaNbHOM NOMNOXKEHNM
e YCTPOMCTBO OOpaTHOW NPOMbIBKM HAYHET paboTtaTb.
2. 3akpowiTe CnnBHOM KpaH NpnbnuantensHo Yepes 15 cex.
 [1ns 3HaunTENBLHO 3arpA3HEHHbLIX PUNLTPOB,
BO3MOXHO, NnoTpebyeTcs 6bonee anuTensHoe Bpems
NPOMbIBKW.
[Jaty cnegytoLen NpoMbIBKA MOXXHO OTMETUTb C MOMOLLIbIO
Konbua

3.2 O6bpaTHasi NpOMbIBKa C NOMOLLbIO aBTOMaTU4E€CKOro
npuBoga o6paTHom npomMbiBku Z11AS

MpuBog aBTOMaTNYeckon npomMbiBkvi Z11AS noctaensercs no

AononHuTensHoMy 3akaay. [prsBoa aBToMaTnyecku BKtoYaeT

NPOMbIBKY C MEPUOANYHOCTLIO OT 4 MUH A0 3 MECALEB.

4. Kann6poBka wWkKanbl

Kannbposka Lwkarnbl nepBoHavansHO NPpon3BOANTCS Ha

3aBofe. Korga pyyka perynmpoBku 4EMOHTMPYETCS ¢ unesTpa,

yCTaHOBIEeHHOe 3HadyeHue cbpacbiBaeTcs. MoXHO BHOBb

yCTaHOBUTb TpebyeMoe 3HayeHne C NOMOLLIbI0 MaHOMETpa.

BbIxogHoe AaBneHune yctaHaBnueBaeTcs criegytoLmm obpasom:

. 3aKpbITb KnanaH

. CbpocuTb aaBnexHve B TpybonpoBoae Mexay BEHTUSMUN.

. 3aKpbITb KNanaH

. OTKpbITb knanaH | 1].

. OkpyTUTb BUHT | 3|

. YcTtaHoBUTb TpebyemMoe BbIXOAHOE AaBMneHue,

NnoBopaYvMBas pyyKy perynmpoBKu.

7. TloBepHYTb py4Ky perynnmpoBky Takum obpasom, 4Tobbl B
LleHTpe OTBEPCTUSA PYYKMN YCTAHOBUIOCH 3HaYeHne 4.

8. 3akpyTuTb BUMHT .

9. MeaneHHo OTKpbITb KnanaH .

OO WN
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5. MpodmnakTuka
[l PekomeHnayeTcs perynsipHbiit ocMotp HS10S ans
NpoBeAeHNs CNeayoLmX NpoLeayp:

5.1 MNpoBepka peayKLMOHHOIO KnanaHa AaBrieHusi
MpoBoauTca exxeroqHo Nonb3oBaTenemM Unmn cneLuanMcTom:
1. 3aKpbiTb knanaH | 2]

2. poBepunTb yCTaHOBMNEHHOE 3HaYEHMNE BbIXOAHOIO
[OaBreHnsi C NOMOLLbIO MaHOMETpa Npu HyNeBOM TOKe
BoAbl. [laBneHne He AomMKHO nogHuMaTbees. Ecnu
[aBreHune He 0CTaeTCsl NOCTOSIHHBIM U MeANEHHO
pacTeT, HY)XHO NPOBEPUTbL CEANO KranaHa, Kak onmcaHo
B naparpade 5.2 "pocunaktrka pegykumMoHHOro
knanaHa gasnenus”. MNpn HeobxoaNMOCTN 3aMEHUTb
KnanaH.

3. MeaneHHo OTKpbITh KnanaH .

5.2 MpodunakTMka peayKUMOHHOrO KnanaHa AaBrieHus

MpoBoaunTCca cneymanmcToMm:

YacTtoTa npoBefeHns npounakTukn 3aBUCUT OT MECTHbIX

TpeboBaHui (MoxeT 6biTb 1 pas B 1-3 roaa).

1. 3akpbITb kNanaH .

2. CopocuTb AaBneHue B TpybonpoBoae Mexay BEHTUNSMMN.

3. OcnabuTtb BUHT Ha py4yKe peryrimpoBKH -

» Ho He oTKpyumBaThb NOMHOCTBIO.

4. OcnabuTtb AaBneHne NpyXvHbl NOBOPOTOM PYYKU
perynupoBKv NPOTUB YacOBOW CTPENKK (-).

5. 3akpbITb KnanaH .

6. OTBEPHYTb KPbILLKY NPYXWHbI -

« [Mpu nomoLum gsorHoro kntoda ZR10K.

7. CHSATb CKOMb3siLLEe KOMbLO

8. V3Bneyb BCTaBKy knanaHa unm yxeatutb  LUmnNuamm 3a
LUTOK KManaHa v BbITalluTb.

9. lMpoBepuTb, YTO NpPOKNaaKka NpombIBaTENS " Kpaﬂ
Haxo[ATcsa B HOpManbHOM COCTosiHMM. B cnyyae
Heo6X0AMMOCTM NOMHOCTLIO 3aMEHNTL BCTABKY knanaHa
DO6FA. Ina 3ameHbI ranku OTBUHTUTE KOpNyC chunstpa
W KPbILLIKY .

10. CobpaTb B 06paTHOM nopsiake n

« BxaTb MembpaHy nanbLem nepea ycTaHOBKOM
CKOMb3ALLEro KonbLa (MPoBepuUTb, YTO KOMbLIO
yCTaHOBUIIOCH NPaBUIbHO).

11. KannbpywTe LiKany Kak onucaHo B NyHKTe 4.

12. MNpoBepuTb YCTaHOBKY BbIXOL4HOMO AABIEHUS NOBOPOTOM

PYYKM pErynmpoBKuM (CM. MYHKT 2).

5.3 Yncrtka punsrpa

o OUNBTP HYXXHO YACTUTL PETYNAPHO, HO HE peXe Yem
pa3 B ABa Mecsua nyTeM 06paTHOM NPOMbIBKU.
O6paTHasi NpoMbIBKa MOXET ObITb BbINOMHEHA
nonb3oBaTenem.

« Ecnun obpaTHas npombiBKa He Mpon3BoanNTCH, OUMNLTP
3acopuTCH, YTO BbI3OBET NajeHNe 4aBneHns u
YMEHbLLEHNE NOTOKa.

o Cetku dpunesrpa HS10S nsrotoBneHsl U3
HepxaBetoLler ctanu. KpacHble YacTuLbl OT pXaBblX
Tpy6 He MOryT NOBMAMATb HA KAYECTBO U
ahbdekTMBHOCTL paboTbl hunbLTpa.

[l He 3abbITb BU3yarnbHbIii KOHTPOMb LIAPUKOBOMO
knanaHa. Mpu o6pasoBaHumM Kanenb 3ameHUTb
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5.4 TecTupoBaHue TECTOBOTIO KilanaHa

TecTnpoBaHue TECTOBOrO KnarnaHa AOMKHO NPOBOANTLCH pa3 B

rod. OTo MoXeT BbITb caenaHo nonb3oBaTenem.

1. 3akpbITb knanaH

2. OTBEpHyTb TECTOBBLIN KnanaH
Moka paBneHve He ynagerT, YacTb Boabl byaer
BbINIMBaTLCA Yepes knanaH. [ocne kpaTkoro npoMexyTka
BbITEKaHWe BOAbl Yepes KranaH AOMMKHO NpekpaTUTLCS.
Ecnu Boga npogonkaet kanaTb Uiu Tedb, 3TO 3HAYWT,
YTO TECTOBbIV KMnanaH noBpexaeH unu 3arpsasHeH. B
nopgo6bHoM crnyyae knanaH AomKeH ObITb OTPEMOHTUPOBaH
cneuuanucTom.

3. 3akpbITb TECTOBbLIN KNanaH

4. OTKPbITb OTCEUHOI Knan.

KOHTpONbHbIN knanaH| 2 JoTkpbiBaTh TOMLKO NocHe
3aKpLITUS 3aNOpHOTo KnanaHal 1].

6. Cneuundukauusn
BbixogHoe aaenexne 1,5-6,0 6ap
CoegvHuTenbHbIe pasmepsbl " -2"

Cneuudumkaumusa punsrpa ¢ Npo3payHbIM KOPMycom
MakcumanbHas TemnepaTypa Boabl 40 40°C
MakcumanbHoe BbIXogHOoe AaBreHne 16,0 6ap

B npoLecce UncTkM NnNacTMaccoBbix geTanen
He NoNb30BaTbCH OUMLLAIOLLMMU CPEACTBAMMY,
cofepXaLLyMn pacTBOpUTENMN.

A PunsTp € KOPNYCOM U3 KPACHOWM BPOH3bI
NPUMEHSIETCS, €CNN B MECTE YCTaHOBKW €CTb
ynbTpadMoneToBoOe U3nyyeHme unm
BbIAENSAIOTCH Napbl pacTBOPUTENSI.

Cneuudukauus punsTpa ¢ KOPNycoMm U3 KpaCHOM GPOH3bI
MakcumanbHas Temnepatypa sogsl 4o 70°C
MakcrumanbHoe BbIXO4HOE AaBneHne 25,0 6ap*
* [Npw gaBneHum Beilwe, Yem 16,0 6ap Heobxoanmo
1cnonbL30BaTb MAaHOMETP €O Lkanon 6onee 16,0 Gap.

7. TexHuka 6e3onacHoCTH
1. Vicnonbaynte punsrp

B ncnpaeBHOM coCTOSHUM

B cooTBETCTBUM C UHCTPYKLMSMU

B cooTBeTCTBMU C TEXHMKOM BesonacHoCTU
2.Cnepyvite MHCTPYKLMSAM MO MOHTaXy

3.JTiobble HencnpaBHOCTM, KOTOPbIE MOTYT NOBNUATL HA
6e30nacHOCTb MCNONb30BaHNA OUMNBLTPA, JOKHBI
HeMeAJIEHHO YCTPaHATBLCS.

4. dunbTP MOXET NCNONb30BaTLCHA TOMLKO B LIENsX,
OrOBOPEHHbIX B JAHHON MHCTPYKLMU MO MOHTAXY.
®unbTp He NpegHa3HavYeH HY ANs Kaknx-nmbo UHbIX
uenen.

8-9. 3anacHble yacTu n gonornHuTernbHbIe
NPUHAANEXHOCTHU



@8. Ersatzteile

GB 8. Replacement parts
(8. Piéces de rechange
@D 8. Reserveonderdelen
(D8. Pezzi di ricambio
(®>8. Piezas de recambio
@®D8. 3anacHble YacTu

M38K
(@ Manometer

GP Pressure gauge
@& Manométre

(@ O-Ring-Satz (10 Stiick)
@B 'O'ring set (pack of 10)
@ Jeude 10 joints toriques
@D stelvan 10 stuks O-ringen

@D Manometer (D serie di 10 giunti torici
O Manometro @ Juecode 10 juntas toricas
& Manémetro @YU Habop "O”-06pasHbix konet| (ynakoska 10 LT.)
®US Marometp 0900747 1"~ 14"

M38K-A10  (0-10 bar) 2 -2" 0900748 13f," - 2"

M38K-A16  (0-16 bar) - 2"

M38K-A25  (0-25bar)  Y/»"-2" @ Dichtringsatz (10 Stiick)

Seal ring set (Pack of 10)

AF11S @ Jeude 10 bagues d'étanchéité @

@ Filtereinsatz @D stel van 10 pakkingsringen

GD Filter insert
@ Filtre de rechange
@ Reservefilter
QD Filtro di ricambio
@@ Filtro de recambio
@ KapTtpuox dovnstpa
AF11S-1A (200 pm) " - 14"

@ serie di 10 anelli di tenuta
Juego de 10 arandelas
Habop ynnoTHutenbHbIX koney, (ynakoska 10 wr.)
0901444 Yo" - 34"
0901445 1"
0901446 144"
0901447 197"
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AF11S-1B (20 pm) 2" - 14" = 0901448 "

AF11S-1C  (50pm)  Yo"- 144" m

AF11S-1D  (200pm)  f2"- 14" ; KE11S

AF11S-1E (300 pm)  2"- 144" @ Kiarsicht-Filtertasse komplett

AF11S-1F (500 ym) YY" -1Ya" G Transparent filter bowl complete

AF11S-1'2A (100 pm)  1%2"-2" @ Pot de décantation transparent complet

AF11S-1'2B (20 um) 1" -2" @D Doorzichtige zeefhouder compleet

AF11S-1'.C (50 um) 1" -2" QD Filtro a tazza trasparente completo

AF11S-1*2D (200 pm)  1%/2"-2" (® vaso de filtro transparente completo i !
AF11S-1'E (300 pm)  1%2"-2" @Y Mpospaunbiit kopnyc hunsTpa % f‘““\‘t‘
AF11S-1'F (500 pm) 1" - 2" KE11S-1A 1" -11/s" K

KF11S-1%A 1%"-2" )

D
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KH11S
@ Kugelhahn mit O-Ring
Ball valve with 'O'-ring
(® Robinet & boule avec joint torique
Q@D Kogelkraan met O-ring
D Rubinetto sferico con giunto torico
@ Valvula de bola con juntatorica
@®US LLlaposoii knanaH ¢ "0”-06pasHbIM KOMbLIOM

KH11S-1A - 2"
FHO6

AAT6 @ Federhaube komplett
(@ Ablaufanschluss - () Spring bonnet complete
Discharge connector & @ Couvre-ressort complet
® Raccord d'évacuation @ Veerkap compleet
QD Afvoeraansluiting O coprimolla completo
(D Raccordo di scarico @& cubremuelle completo
(@ Racor de evacuacion () KpblLwka npyxuHbl
®Y Coeanrmtens 0901515 2" - 34"

AAT6-12A 2" - 2" 0901517 144" - 1"

0901518 132" -2"

16



DO6FA
(@ Ventileinsatz komplett
GDB Valve insert complete
@ Garniture de vanne compléte
Q@D Binnenwerk v/d klep completa
D cartuccia di valvola completa
@ Partes internas de valvula completas
@U Bcraska knanaHa
DO6FA-/2
DO6FA-1A
DO6FA-1Y/2

- 3y
144" -1"
11" - 2"

@ Ruckflussverhinderer
GB Check valve
(® Clapet antiretour
@D Teugslagklep
D Valvola di non-ritorno
® Vvalvula de no retorno
@US TecToBbIN KNanaH - oCHOBa
2166200 "
2110200 3/4"
2164400 1"

@ Prufventil

GDB Testvalve

(® Robinet de contrdle
@D Controlekraan

(D Rubinetto di controllo
@ Grifo de comprobacion

2164500
2164600
2164700

144"
132"
o

=

®UD TeCTOBbIN KNanaH - 3aBUHYMBAIOLLIAACS YaCTb

2192400 - 2"

@ Absperrventil

GB Shutoff valve

@ Vanne darrét

Q@D Afsluiter

(D Valvola diblocco

@ Vvalvula de corte

®UD OtceuHoit knanaH
2192900 "
2193100 3/4"
2193200 1"
2193300 144"
2193400 11"
2193500 2"
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@ 9. Zubehor

9. Accessories

® 9. Accessoires

@D 9. Toebehoren

@@ 9. Accessori

@® 9. Accesorios

@ 9. [lononHUTeNbHbIE NPUHAANEKHOCTU

Z11S

(@ Rickspulautomatik

GB Automatic reverse rinse actuator

(@ Automate de ringage &
contre-corrante

@D Terugspoelautomaat

(D Automadilavaggioin
contrecorrente

(@ Programador de lavado a
contracorriente

®US MNpuBoa aBTOMATMHECKOM

obpaTHOW NPOMbIBKU

Z11S-A (230 V)

Z11S-B (24 V)

ZR10K
(@ Doppel-Ringschlussel
GB Double ring wrench
(@ CIé polygonale double
Q@D Dubbele ringsleutel
(© Doppla chiave poligonale
@ Llave poligonal doble
@UD [1BOVHOI raeyHbIi KITtoY

ZR10K-¥/a 2" - 34"
ZR10K-1 1"- 144"
ZR10K-1'/2 12" -2"
FTO9RS

(@ Rotguss-Filtertasse komplett
GB Bronze filter bowl
(@ Potde décantation en bronze
@D Bronze zeefhouder
@ Tazza del filtro in bronzo
@ Vaso defiltro de bronco
@US BpoH30BbIit KOPMYC KnanaHa
FTO9RS-1
FTO9RS-1Y2

Yp" - 11,"
11/2” - 2"

il
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only 2"
que 2"
{ alleen voor 2"
| solo2"
solamente 2"

TOnbKo 2"
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